
:JMACTEC
---- engineering ond constructing 0 better tomorrow

Daily Engineering Control Verification Sampling
General Services Administration

Department of the Interior Modernization Program
1849 C Street NW, Washington, DC

Week ending: 12/13/2007

Note I: TVOC = Total Volatile Organic Compounds, which is the total concentration of any volatile organic compounds
that may be present. V olati Ie organ ic compounds are organ ic chem icals that have a high vapor pressure and easi Iy form
vapors at normal temperature. While there is currently no Permissible Exposure Limit (PEL) for TVOCs, an action level
of 1.3 parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Par1iculate PEL = 15.0 milligrams per cubic meter of air (mg/m3) for total

particulates, 5.0 mg/m3 for respirable particulates.

FI'iday: 12/07/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/m3)

(ppm)

7

Along main con-idor bctwccn barricadcs 13170.0060.0

6

Along main con-idOl' bctwcl'n barricadcs13210.0090.0

5

Along main corTidor bctwccn barricadcs13230.0070.0

4

Along main corTidor' bctwccn ban-icadcs13250.0190.0

3

Along main con-idor bctwccn ban-icadcs13270.0090.0

2

Along main corridor bctwccn ban-icadcs13280.0090.0

1

Along main corridor bctwccn ban-icadcs13300.0430.0Passed smoke test for negative air pressure at doors

B

Along main corridor bctwccn barricadcs13330.0310.0

7

Wing 5 nn 75311-7559 13190.0030.0

1

Wing 5 nn 15,W-1559 13310.0120.0

Monday: 12/10/2007
Total

TVOCFloor
LocationTimeParticulates Comments

(mg/m3)

(ppm)

7

Along main corridor bctwccn ban'icadcs13150.0330.0

6

Along main corridor' bctwccn barricadcs13170.0310.0

5

Along main con-idor bctwccn barricadcs13210.0280.0

4

Along main corridor bctwccn ban-icadcs13230.0290.0

3

Along main corridor bctwccn barricadcs13250.0430.0

2

Along main corridor bctwccn barricadcs13280.0360.0

1

Along main corridor bctwccn barricadcs13300.0400.0Passed smoke test for negative air pressure at doors

B

Along main corridor' bctwccn barricadcs13320.2070.0

5

Wi ng 5 rm 5509-5531 13200.0190.0

2

Wing 3 nn 23"0-2357 13270.0510.0
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Tuesday: 12/11/2007

TotalTVOCFloor
LocationTimePa ."ticu lates Comments

(mg/m3)

(ppm)

7

Along main corridor bctwcen barricades12130.0110.0

6

Along main corridor between harricades12150.0110.0

5

Along main cOlTidor between harricadl's12190.0130.0

4

Along main corridor hetween barricades12210.0210.0

3

Along main corridor hl'tween harricades12230.0170.0

2

Along main corridor he tween harricades12250.0130.0

1

Along main corridor hetween harricades12280.0220.0Passed smoke test for negative air pressure at doors

B

Along main corridor hetween barricades12300.0390.0

4

Wing 5 rm6510-6531 12170.0080.0

2

Wing 3 rm 1312-1329 12260.0080.0

Wednesday: 12/12/2007

TotalTVOCFloor
LocationTimeParticulates Comments

(mg/m3)

(ppm)

7

Along main corridor between harricades 14460.007
0.0

6

Along main corridor between barricades 14480.012
0.0

5

Along main corridor hetwl'en harricades 14500.004
0.0

4

Along main corridor he tween barricades 14520.005
0.0

3

Along main corridor hetween barricades 14560.003
0.0

2

Along main corridor hetwecn barricades 14580.003
0.0

1

Along main corridor helween harricades 15010.005
0.0Passed smoke test for negative air pressure at doors

B

Along main eorridor between harrieades 15020.010
0.0

4

Wi ng 5 rm 453X-456I 14540.013
0.0

2

Wing 5 rm 2538-2563 14590.0130.0

Thursday: 12/13/2007
Total

TVOCFloor
LocationTimeParticulates Comments

3

(ppm)
(mg/m )

7

Along main corridor between barrieades10230.0070.0

6

Along main corridor he tween barricades10280.0060.0

5

Along main corridor hetween harricades10300.0050.0

4

Along main corridor between harricadcs10320.0140.0

3

Along main corridor hctween barricades10350.0180.0

2

Along main corridOl' behn'en harricades10370.0060.0

I
Along main corridor between ban'icalks 10390.0350.0Passed smoke test for negative air pressure at doors

B

Along main corridOl' hetween harricades10410.0260.0

7

Wing 3 rm 7308-7328 10260.0080.0

3

Wing 5 rm 3538-3560 10240.0030.0
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Follow-Up Sampling in Areas with Results Above Established Action Levels

Retest

Total
TVOCFloor

Location ParticulatesComments
Time (mg/mJ)

(ppm)

N/:\.

Addirional Comments

Date I Floor
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